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electrical continuity checks done in accordance with NFPA standards.
P~8610 and P-620 refer to items in the Federal Aviation Administration (FAA)
specifications, incorporated herein by reference.

1. The grounding rod shall be copper, 10 mm (5/8") dia, 3.0 m (10") long.

2. The grounding rod system shall be installed in accordance with National Fire
Protection Association (NFPA) standards.

3. The Contractor shall deliver to the City certification of bonding, grounding, and
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All dimensions are milimeters

except as noted.
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